Abstract: Currently, the Direct-Current (DC) microgrid has been gaining popularity because most electronics devices require a DC power input. A DC microgrid can significantly reduce the AC to DC energy conversion loss. However, a power grid may experience a line fault situation that may damage important household devices and cause a blackout in the power system. This work proposes a new line fault protection scheme for a DC microgrid system by using a battery energy storage system (BESS). Nowadays, the BESS is one of the most cost effective energy storage technologies for power system applications. The proposed system is designed from a distributed wind farm smart grid. A total of three off-shore wind farms provide power to the grid through a high voltage DC (HVDC) transmission line. The DC microgrid was modeled by a BESS with a bi-directional DC-DC converter, various DC-loads with step down DC-DC converters, a voltage source converter, and a voltage source inverter. Details of the control strategies of the DC microgrid are described. During the line fault situation, a transient voltage was controlled by a BESS. From the simulation analyses, it is confirmed that the proposed method can supply stable power to the DC grid, which can also ensure protection of several loads of the DC microgrid. The effectiveness of the proposed system is verified by in a MATLAB/SIMULINK ® environment.
Introduction

Motivation
Due to a large number of DC loads (e.g., computers, televisions, fluorescent lights, medical instruments, and other household equipment), DC microgrid systems have attracted widespread attention globally. Most of the distributed renewable energy sources (DRES) generate a DC power output; however, it requires conversion into AC power for the AC electric power system, and once again re-conversion into a DC power for feeding the DC loads. This AC-DC conversion (or DC-AC-DC) causes a significant energy loss. However, a DC microgrid grid can provide power to the houses, ships, and electric vehicles' charging stations to eradicate the energy conversion losses [1] [2] [3] . In a DC microgrid system, the AC power converts to the DC power using a high efficient rectifier, and converting DC power distributes directly to DC equipment. This DC power grid can decrease the energy conversion loss (AC to DC) from 10% to 32% [4] .
The modern power grid such as the 'Smart Grid' can be defined as an electric system that uses information, bi-directionality, cyber-secure communication technologies, and computational intelligence in an integrated fashion across the entire spectrum of the energy system from the generation to the endpoints of consumption of the electricity [5] . Each of these characteristics is superior for the DC grid as compared to the AC grid. When DGs, for example, wind turbines, photovoltaics, diesel generators, and storage devices are electrically tied with the power system, they may induce power fluctuations, frequency fluctuations, and voltage deviations [6, 7] . However, several features related to the DC micro grid such as the synchronization of DGs are not necessary; variations of the DGs power and load power can be compensated through the energy storage devices; loads are not affected by voltage sag, voltage swell, three-phase voltage unbalance, and voltage harmonics. Although DC transmission and distribution systems for high-voltage applications are well established, and there is a remarkable increase of DC grid projects, there are only a few studies on the overall control of these DC grid systems [8] . In addition, a line fault may occur anytime in the power grid. During a line fault situation, the DC-bus voltage is experienced by the over-voltage condition which makes the DC microgrid unstable. Therefore, a fault protection method is needed for a DC grid or a DC microgrid system.
Literature Review
The voltage regulation methods for a DC-grid are proposed in [9, 10] . Dynamic responses of the DC grid are improved in [11, 12] . The MMC based HVDC-line protection methods for DC-grid are described in [13, 14] . Ref. [15] describes a superconducting fault current limiter in the meshed HVDC grids' protective scheme. The fault control method for the VSC-HVDC connected offshore wind farm is depicted in [16, 17] . A fault protection scheme using the chopper circuit for the PMSG and DFIG based wind farms is described in [18, 19] . Energy storage based fault protection methods are depicted in [20, 21] . These references describe the fault protection methodologies for HVDC transmission lines and wind turbines, and they did not evaluate the fault protection method for the DC grid or DC microgrid system. A line-to-line fault analysis in an LVDC distribution network is proposed in [22] . A fault protection and location scheme for a ring-bus DC microgrid is described in [23, 24] .
Contribution
This paper proposes a line fault control strategy for a DC microgrid, which is developed from a distributed wind farm based smart grid system. The smart grid consists of the variable speed DFIG and PMSG based off-shore wind farms. HVDC transmission lines provide power to the main grid, as these lines reduce the transmission losses and costs as compared to the AC transmission lines [25, 26] . Details on the wind farms and HVDC control methodologies are described, as well as a new robust topology of a DC micro grid. The proposed DC microgrid consists of a BESS, different types of DC-loads, voltage source converter, and voltage source inverter. Control methodologies for each component of the DC microgrid are discussed. The three phase to a ground fault situation for the smart grid is also considered. During the line fault situation, the BESS of the DC microgrid controls the DC bus overvoltage by absorbing or delivering power to the DC bus, which protects the equipment of the DC grid. The proposed method is compared to the normal operation condition and without a BESS based methods. By using the proposed BESS based method, a reliable operation for the DC microgrid can be achieved during line fault situation. The effectiveness of the method is verified by simulation results using the MATLAB/Simulink ® (2012b, MathWorks, Natick, MA United States).
System Configuration
The proposed smart grid system is illustrated in Figure 1 . As shown in this figure, two DFIG (18 MW) based offshore wind farms, which contain six turbines each and an offshore PMSG based wind turbine (rated 2 MW), are connected in a node through transmission lines. In addition, a substation (180 MVA, 230 kV) provides power to the grid through a 2 km transmission line. From the transformer (25 kV/230 kV), the power is provided to the power grid through an HVDC transmission line (100 km). The DC micro grid receives power through a step-down transformer (230 kV/100 kV). A VSC and a VSI control the DC bus voltage, grid voltage, and the power of the DC grid, and they are connected to an SG with an AC load (5 MW). An 800 Ah battery and various DC-loads such as (100 kW, 120 V), (50 kW, 220 V), (20 kW, 600 V), (20 kW, 800 V), and (10 kW, 1000 V) are the components of the proposed DC microgrid. 
Wind Energy Conversion System
The maximum input power of the WECS can be expressed as [27] :
Wind turbine input torque T wind is determined as:
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The tip speed ratio is defined as λ = R o ω w V w
. The power output P w and torque output T w of the wind turbine (i.e., input torque to the generator) are determined as:
The power coefficient C p is defined by the following equation:
The mathematical model of the PMSG is determined by the following equations:
The PMSG based WECS is illustrated in Figure 2 . It can be seen from this figure that the PMSG provides power to the grid through an AC-DC-AC power network.
PMSG
Generator side converter
Grid side inverter Power system WECS controller The stator and rotor voltages and fluxes in a dq reference frame of a rotating DFIG are determined as [28] :
In addition, the motion equation of the generator is given by:
The active and reactive stator powers are determined as: Figure 3 shows the DFIG based WECS. As can be seen in this figure, the stator of the DFIG is directly connected to the power grid, while a back-to-back three-phase voltage source inverter is connected to the grid on the other side.
Both DFIG and PMSG are the variable speed turbines that can perform MPPT operation. The MPPT control can achieve the maximum power from wind velocities, and the pitch angle control method can control the rotational speed of the wind turbine which are applied to the wind turbines. 
HVDC Link, Battery and Diesel Generator Systems
An AC transmission system may experience a limitation when the power output requires being supplied from a long distance. For a long distance of power transmission, an HVDC transmission provides more advantages than the AC transmission system. The HVDC system is an AC to DC power conversion with the rectifier, and the converted DC power transmits to the power grid through the HVDC cable. The DC power reconverts into the AC power using an inverter. The VSC-HVDC transmission system can divided into two main parts, the converters, at both ends of the system, and the transmission cable between them. The main components of these two parts are AC and DC side harmonic filters, transformers, IGBT converters, phase reactors, DC cable, auxiliary power set, protection, and control devices [29] . The configuration of the VSC-HVDC system is shown in Figure 4 . A forced-commutated VSC-HVDC has been considered in this paper. The main characteristic of the VSC-HVDC transmission is its ability to independently control the active and reactive flow at each of the AC systems. The control system of the VSC is shown in [30] .
The diesel generator model consists of a synchronous generator model with AVR and governor (GOV) controls. The BESS model is designed by charge and discharge characteristics of the BESS.
A Lead-Acid battery has been considered in this paper. The SOC is calculated by the integration of the charge and discharge power of the BESS. 
DC Microgrid Control System
Details on the control strategies of the DC micro grid system (dotted black rectangle ( Figure 1) ) are contained in this section. Power converters, BESS, and load control methodologies of the DC grid are described in this section.
Converter Control System
The power converter control system is described in this section. A step-down transformer (200 kV/3.5 kV) is connected to the converter ( Figure 1 ). The relation between the voltage and current can be defined at point k in Figure 1 [31] :
The P k and Q k flowing through the converter are as follows:
From Equations (20) and (21), the relation between powers and current components can be determined as:
If R X, then from Equations (18) and (19) , the following relationship can be determined:
Finally, the active power, P k , and reactive power, Q k flowing through the converter can be derived as:
From the above equations, the control system of the active and reactive powers is illustrated in Figure 5 . Power converters control the active and reactive powers of the proposed power system. In Figure 5 , the P * k is compared with the actual value P k , and the error is the input of the PI controller, which determines I * 1d (Equation (22)). The reference active power is set to the maximum power of the power sources. The reference I * 1d is compared with the actual value I 1d , and the error is progressed through another PI controller which determines the value of V * 1q (Equation (24)). The actual values I 1d and I 1q are determined from the three-phase current I 1abc using the Park transformation, and the phase angle θ is detected by the PLL method. On the other hand, reactive power Q k of the microgrid is also controlled by a similar method using two PI controllers to determine I * 1q and V * 1d (Equations (22) and (24)), respectively. From the dq−axis voltage references V * 1d and V * 1q , three-phase voltage reference V * 1abc is calculated, which is the input of a PWM generator. The PWM generator provides six pulse signals for driving the IGBT gates.
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Inverter control system 6 pulses 6 pulses Figure 5 . Power converter control system for the microgrid.
Inverter Control System
The inverter controls the V dc and Q g of the power system. As can be seen in Figure 5 , the d-axis current controls the V dc , and the q-axis current controls the Q g . The DC bus voltage reference V * dc is set to 3.5 kV while the reactive power command Q * g is set to zero for achieving the unity power factor operation. The θ converts the abc to dq reference frame which is detected from the three-phase voltage V 2abc using the PLL method. Finally, the PWM generator produces the six pulses signal to drive the six IGBTs of the inverter.
Battery Control System
The BESS controls the constant DC bus voltage that is performed by the bi-directional DC-DC chopper circuit. The control algorithm of the DC-DC chopper circuit is shown in Figure 6 . The chopper circuit controls the DC bus voltage and SOC of the BESS. Details on the control systems of the chopper circuit are shown in Figures 7 and 8 . The bi-directional DC-DC chopper circuit controls the BESS operation during normal and line-fault conditions. The normal and fault operations can be detected from the AC-grid's voltage V t (6.6 kV). When the AC-grid voltage V t ≥ 0.8 pu, which reflects the the normal operation condition. On the other hand, when the AC-grid voltage is V t < 0.8 pu, which refers to the fault operation condition. 
Control System of Fault Operation
Under the line fault condition, the BESS storage controls the DC bus transient voltage by using the bidirectional DC-DC chopper. During the line fault situation, a transient DC bus voltage is very difficult to control at a constant level by using a PI controller. The DC bus voltage control system during the line fault condition is shown in Figure 8 . In this system, outputs of the DC bus voltage error, and the BESS current error are inputs of PI controllers which generate the PWM reference signal. The reference signal is compared with the triangular carrier wave to determine the DC-DC chopper gate signals. 
Control System of Load
A control system for different loads of the DC microgrid is illustrated in Figure 9 . It is a step down DC-DC chopper circuit. In this figure, the voltage error of the load (V * L and V L ) is the input of the PI controller that generates the reference current signal for the load, I * L . The error of the load current is the input of another PI controller which generates the reference PWM signal. The reference signal is compared with the triangular carrier wave to drive the DC-DC chopper circuit's gate. 
Simulation Results
Simulation parameters of the wind turbines and transmission lines are provided in Appendix A. To evaluate effectiveness of the proposed BESS based method, simulation results of the line fault situation are compared to the normal operation, and without a BESS based method. Simulation results are shown in Figures 10-12 . Figure 10 provides the power output of the proposed smart grid system. Power outputs of the DFIG based wind farms, and PMSG based wind turbine are shown in Figure 10a . Both DFIG based wind farms receive a constant (11 m/s) wind speed. Therefore, both wind farms provide a similar power output (Figure 10a ). In addition, wind speed is constant at 11 m/s for the PMSG based wind turbine, and produces a constant power during the simulation. The power from the substation is illustrated in Figure 10b . All generated powers supply to the Station-1 (rectifier) of the HVDC-lines. From Station-1, the HVDC-lines supply power to the Station-2 (inverter). Figure 10c illustrates the station powers of the HVDC transmission lines, where the power output of Station-1 is similar to that of Station-2. In this simulation, the three-phase line to ground fault occurred at the end of the transmission line. The simulation steps during the fault time are:
• t = 2.0 s is the three-phase line to ground-fault starting time.
•
The gate signals of the DC grid inverter are shutdown when the grid voltage is less than 0.8 pu.
• The line fault is cleared at t = 2.2 s.
The gate signals of the inverter are re-started, when the AC-grid voltage is above 0.8 pu.
A flowchart of the proposed line fault control algorithm is illustrated in Figure 11 . In this study, the fault situation is protected by detecting the grid voltage, and a BESS controls the DC-bus over-voltages. This control scheme is also known as the voltage based fault protection method. A comparison analysis of different fault protection methods of the DC microgrid is summarized in Table 1 [32, 33] . 
Protection Method Detection Scheme Threshold Comments
Hybrid method
The fault is detected by hybrid electrical quantities.
Depends on the hybrid electric quantities when a fault occurs at the transmission line.
Providing accurate setting for various operating conditions. Need to complex methods for threshold setting calculations. Sensitive to fault resistance.
Differential method
Differentiate the internal and external faults with current differential.
Depends on the over current of power electronics devices when a fault occurs at the transmission line.
Better sensitivity. Requirement to communication link which increase the cost of the implementation. Dependency on communication.
Event based method
Detect the fault locally and interconnect with other units to determine the fault.
Threshold setting similar to voltage based, current based, and hybrid methods.
Fault can be identified accurately. Isolating fault within 30 ms. Figure 12 shows comparison analyses for different operations of the DC micro grid. Figure 12a shows the DC bus voltage of the DC micro grid. In this figure, it can be seen that the BESS can control the DC bus voltage, similar to the normal operation during the system fault situation while there is a large voltage deviation without a BESS based method. It may damage the DC-link capacitor because the DC-link capacitor can tolerate a voltage deviation from 0.85 pu to 1.12 pu. Therefore, the proposed BESS based method ensures the DC grid stability at the line fault situation. The grid voltage is shown in Figure 12b . The grid voltage drops to the zero when a line fault occurs, and is restored when the fault is cleared. Different parameters of the BESS are shown in Figure 12c -e. The BESS voltage is shown in Figure 12c . In this figure, the voltage of the BESS is increased when the fault occurs for controlling the DC bus overvoltage, and then the voltage of the battery is dropped and BESS provides power to control the voltage dip of the DC bus. The power output of the BESS is shown in Figure 12d . In this figure, it can be seen that the BESS absorbs power when the fault occurs (2.0 s); then, the battery provides power to the DC grid to control the DC bus voltage. As shown in Figure 12e , the SOC increases during the fault time and then settles to 50% when the fault is cleared. The SOC controller (Figure 7 ) maintains the SOC of the BESS at 50%. Different load voltages, currents, and powers are shown in Figure 13a -l. Figure 13a shows the voltage (V L1 ) of the (100 kW, 120 V) load. The current (I L1 ) of the (100 kW, 120 V) load is shown in Figure 13b , and the power (P L1 ) of the (100 kW, 120 V) load is illustrated in Figure 13c . Based on these figures, when a line fault occurs, the BESS-based proposed method can control voltage, current, and power, similarly to the normal operation. Hence, there are large voltage, current, and power fluctuations without a BESS based method, which may damage the electronics of the DC grid system. Figure 13d illustrates the voltage (V L2 ) of the (50 kW, 220 V) load, and Figure 13e shows the current (I L2 ) of the same load. The power (P L2 ) of the (50 kW, 220 V) load is illustrated in Figure 13f . Based on these figures, the proposed BESS-based method ensures protection of the load at the line fault situation because it diminishes the fluctuations in voltage, current, and power. Figure 13h , and the power (P L4 ) of the (20 kW, 800 V) load is depicted in Figure 13i . Based on these figures, the non-BESS based method cannot control the voltage, current, and power at the line fault situation. The voltage, current, and power deviations are very large without a BESS based method, which may cause the DC micro grid to become unstable, and further damage important household electronics' devices. Simulation results of the (20 kW, 600 V) load show similar behaviors to the (20 kW, 800 V) load. This is why the simulation results of the (20 kW, 600 V) load are not shown here. The (10 kW, 1000 V) load voltage (V L5 ) is represented in Figure 13j , and the current (I L5 ) of the (10 kW, 1000 V) load is shown in Figure 13k . Figure 13l illustrates the power (P L5 ) of the (10 kW, 1000 V) load. Based on these figures, the proposed BESS based method ensures system stability during a line fault. From the above simulation analyses, the proposed method shows quite similar behaviors to normal operation conditions, and fluctuation ranges are around zero for all loads in the DC grid. A comparison of fluctuation voltages, currents, and powers for different loads is shown in Table 2 . In this table, upward fluctuations are indicated by the positive sign, and the downward fluctuations are denoted by the negative sign. The table data confirm that severe voltages, currents, and powers fluctuations occur without a BESS based method. 
Conclusions
Stable operation of a DC microgrid system operated using a BESS is studied. A DC microgrid has some advantages as compared to the AC grid system. The BESS of the DC microgrid controls the DC bus's over-voltage during a line fault, which can protect different loads and other components of the DC microgrid. Most of the DC microgrid systems already installed a BESS for ensuring an uninterruptible power supply. Therefore, additional energy storage system is not required to install for controlling the line fault condition. In this paper, a three-phase line to ground fault considered at the end of the transmission line. Simulation results are compared to the normal operation, without a BESS based approach, and the proposed BESS based method. From the simulation results, large voltage, current, and power dips were caused without a BESS based method, which can damage the important electronic devices. Based on the simulations, stable operation can be executed by the proposed BESS-based method. In addition, control strategies for the wind farms, HVDC, and various loads of the DC microgrid are provided. 
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